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NOTES:
1. DRAWING SHOWS THREE UPS IN PARALLEL FULL POWER OPERATION
2. EXTERNAL MULTICABLES WITH 14 WIRES ARE STANDARD FOR PARALLEL CONFIGURATIONS
3. THE CONTROL CABLES MUST BE CHOSEN FOR THE HIGHEST AVAILABLE VOLTAGE i.e. 230V
4. CABLING PROVIDED BY OTHERS.
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SYSTEM CONTROL WIRING DIAGRAM
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